Authority:

The Fire Marshal is authorized by Florida Statutes and the Florida Fire Prevention Code to ensure fire and life safety for the public. The scope includes, but is not limited to, the regulation and control of special events such as outdoor events (1.1.1(10)).

Standby and Fire Watch Personnel:

The AHJ shall have the authority to require standby fire personnel or an approved fire watch when potentially hazardous conditions or a reduction in a life safety feature exist due to the type of performance, display, exhibit, occupancy, contest, or activity; an impairment to a fire protection feature; or the number of persons present (1.7.17.1).

The cost of standby fire personnel shall be at no cost to the AHJ (1.7.17.2.1).

Permits and Approvals:

The AHJ shall be authorized to establish and issue permits. Applications for permits shall be made to the AHJ and accompanied by such data as required by the AHJ and fees as required by the jurisdiction. The permit issued shall continue only for the period designated on the permit (1.12).

The AHJ shall have the authority to require an inspection prior to the issuance of a permit. Any addition or alteration of approved plans or specifications shall be approved in advance by the AHJ, as evidenced by the issuance of a new or amended permit.

Definitions:

Authority Having Jurisdiction (AHJ) – AN organization, office, or individual responsible for enforcing the requirements of a code or standard, or for approving equipment, materials, an installation, or a procedure.

Fire Watch – The assignment of a person or persons to an area for the express purpose of notifying the fire department, the building occupants, or both of an emergency; preventing a fire from occurring; extinguishing small fires; or protecting the public from fire or life safety dangers.

Permit - A document issued by the AHJ for the purpose of authorizing performance of a specified activity.
Special Outdoor Events, Carnivals, and Fairs

The AHJ shall be permitted to regulate all outdoor events such as carnivals and fairs as it pertains to access for emergency vehicles; access to fire protection equipment; placement of stands, concession booths, and exhibits and the control of hazardous conditions dangerous to life and property (10.14.2).

Life Safety Floor Plans:

Floor plans shall be submitted for the performance of a life safety evaluation, confirming compliance with the applicable requirements of the Florida Fire Prevention Code (10.14.3.4.3).

- Location and Size of all proposed tent(s).
- Location of all fire department appliances (i.e. fire hydrants, fire department connection).
- Delineation of all proposed fence/barricade lines.
- Exit locations and the associated exit widths for verification of proper egress capacity from event location.
- Location of all required fire extinguishers throughout event.
- Location of any proposed stages/platforms.
- Location of proposed internal combustion power sources (i.e. generators) verifying proper isolation from public.
- Established fire department roads to verify access on site for emergency services.

Standby Fire Personnel:

- Standby Fire Personnel shall be provided where required by the AHJ (10.14.5).

Portable Fire Extinguishers:

- A minimum of one portable fire extinguisher shall be provided for each concession stand where required by the AHJ.
A Class K fire extinguisher shall be provided wherever cooking operations are being conducted.

Cooking Equipment:

- The AHJ shall have the authority to prohibit any or all open flames, candles, and open, recreational, and cooking fires or other sources of ignition, or establish special regulations on the use of any form of fire or smoking material where circumstances make such conditions hazardous.

- Cooking equipment used in fixed, mobile, or temporary concessions, such as trucks, buses, trailers, pavilions, tents, or any form of roofed enclosure, shall comply with NFPA96 or this chapter unless otherwise exempted by the AHJ in accordance with 1.3.2 of NFPA 96.

Internal Combustion Power Sources:

- Fuel tanks shall be of adequate capacity to permit uninterrupted operation during normal operating hours.

- Refueling shall be conducted only when not in use.

- Internal combustion power sources shall be isolated from contact with the public by either physical guards, fencing, or an enclosure.

- A minimum of one portable fire extinguisher with a rating of not less than 2-A:10-B:C shall be provided where internal combustion power sources are present.

Pyrotechnics – Fire Works:

- A separate permit and review will be required for the display of fireworks. During such permit review, verification of compliance with the applicable NFPA standards will be established.

Tents:

- A separate permit and review will be required for the construction, location, protection and maintenance of tents except for those under 900 square feet (F.S.633.202 (17)).
- Tents shall be provided with a sufficient number of exits and exit widths for proper verification of egress capacity.

- Tent stakes adjacent to any means of egress from any tent open to the public shall be railed off, capped, or covered so as not to present a hazard to the public.

- Tents shall be permitted only on a temporary basis.


- One of the following shall serve as evidence that the tent fabric materials have the required flame propagation performance: (1) The AHJ shall require a certificate or other evidence of acceptance by an organization acceptable to the AHJ. (2) The AHJ shall require a report of tests made by other inspection authorities or organizations acceptable to the AHJ.

- The placement of tents relative to other structures shall be at the discretion of the AHJ, with consideration given to occupancy, use, opening, exposure, and other similar factors.

- The finished ground level enclosed by any tent, and the finished ground level for a reasonable distance, but for not less than 10ft outside of such a tent, shall be cleared of all flammable or combustible material or vegetation that is not used for necessary support equipment. The clearing work shall be accomplished to the satisfaction of the AHJ prior to the erection of such a tent. The premises shall be kept free from such flammable or combustible materials during the period for which the premises are used by the public.

- Smoking shall not be permitted in any tent. Plainly visible signs shall be posted that read: NO SMOKING.

- Portable fire extinguishing equipment of approved types shall be furnished and maintained in tents in such quantity and in such locations as directed by the AHJ.

- Generators and other internal combustion power sources shall be separated from temporary membrane structures and tents by a minimum of 5ft and shall be protected from contact by fencing, enclosure, or other approved means.
Cooking under a tent or canopy will be allowed if the following conditions are met:

- Mobile or temporary cooking shall not take place within tents occupied by the public. *Only vendors are allowed under the tent/canopy
- Concession stands utilized for cooking shall have a minimum of 10ft of clearance on two sides and shall not be located within 10ft of amusement rides or devices.
- A barricade shall be provided between all cooking equipment and the general public. *Public may approach the opposite side of the tent or canopy from where the cooking equipment is to purchase items.
- The tent or canopy has a current flame propagation performance treatment certificate.
- The tent/canopy must be open; no sides will be allowed.
- Only commercial listed cooking appliances are allowed to be used.
- Mobile or temporary cooking operations that utilize wood or charcoals shall be provided on floors of noncombustible construction that extend (3 ft.) in all directions from the appliance.

- LP Gas Cylinders shall be secured in an upright position to prevent tipping over.

After Hour Inspection/Standby Fees:

- Fire Inspection and/or Standby:
  - Weekend (including Friday) and Holidays - $40.00 per hour (4) hour minimum (in addition to applicable permit/inspection fees)
  - Weekday (excluding Friday) - $40.00 per hour (2) hour minimum (in addition to applicable permit/inspection fees.)

- EMS/Rescue Unit Standby:
  - EMS/Rescue Unit Standby Fees vary based on # of units, personnel and hours required.